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FIRE ALARM SYMBOLS
NOTE:  NOT ALL SYMBOLS MAY APPLY TO THIS PROJECT
] ADDRESSABLE DATA CIRCUIT ISOLATION MODULE
0] ADDRESSABLE INDICATING POINT / ZONE MODULFE
ADDRESSABLE INITIATING POINT / ZONE MODULE
R ADDRESSABLE RELAY POINT / ZONE MODULE
CHIME ONLY
HORN ONLY
MANUAL PULL STATION
SPEAKER ONLY
SUPPRESSION ABORT STATION
& SMOKE DETECTOR (ADD TYPE)
& HEAT DETECTOR (SHOW TEMP RATING)
MAGNETIC DOOR HOLDER
() DUCT SMOKE DETECTOR
HORN STROBE (SHOW CANDELA)
SPEAKER STROBE (SHOW CANDELA)
CHIME STROBE (SHOW CANDELA)
STROBE ONLY (SHOW CANDELA)
> FIRE FIGHTERS TELFPHONE JACK STATION
F > FIRE FIGHTERS / FIRE WARDEN PERMANENT TELEPHONE STATION
DIGITAL ALARM COMMUNICATING TRANSMITTER
FIRE ALARM ANNUNCIATOR
FIRE ALARM CONTROL PANEL
FIRE COMMAND CONTROL PANEL
LONG RANGE RADIO COMMUNICATING TRANSMITTER
NOTIFICATION APPLIANCE CIRCUIT POWER SUPPLY
<D> DAMPER POSITION SWITCH
® ELEVATOR RECALL DESIGNATION
<<> INTERFACE TO KITCHEN HOOD
@ ELEVATOR SHUNT TRIP
@ FIRE SPRINKLER TAMPER / OSY / PIV VALVE SUPERVISORY SWITCH
@ WATERFLOW DEVICE
ELEVATOR SUPERVISORY RECALL PANEL
REMOTE INDICATOR
RTI REMOTE TROUBLE INDICATOR
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